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CONSTRUCT AND DELIVER FEE BOOTH TO ST. LUCIE RECREATION AREA CAMPGROUND IN STUART, FLORIDA
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE

ST LUCIE CAMPGROUND FEE BOOTH

The contractor shall furnish all labor, equipment, and materials
required to construct, deliver, off-load and set in place one
fee booth fully assembled to the St. Lucie Recreation Area
Campground in Stuart, Florida. The existing booth will be
removed by others. All reconnection of utility services will be
performed by others. The contractor shall be required to give 10
days advance notice to government personnel as to the date the
booth will be delivered to the site. All work shall be
accomplished in accordance with the following specifications and
drawings (specifications prevail over drawings):

SPECIFICATIONS

Overall Dimensions:
10’ wide x 15’ long with a 3-12-pitch roof having two feet of
overhang on all sides.

FRAME AND FLOOR:
Skid mounted (6”x6” pressure treated #2 grade pine).

2”x 6” pressure treated pine #2 grade joists-16” o/c(splicing
shall not be permitted).

5/8” grade C plywood decking.

Vinyl floor with off-white finish.

WALLS:
Exterior will be 5/16” Sierra Hardi Panel (painted concrete
board looking like T1-11) or equal type material, thermo ply end
wall sheathing. Color shall be Corps Brown. At the option of the
contractor, the exterior walls may be installed on site at time
of booth delivery.

Ceiling height will be nominal 8’ with 2”x4” studs-16” o/c.

Minimum R-13 insulation.



DACW17-01-T-0054
0003

Page 3 of 5

Interior walls will have ½” gypsum. Interior walls shall be
painted with premium grade semi-gloss white interior paint.

ROOF:
3-12 pitch, light brown colored asphalt shingles.

½” grade C plywood decking.

J-Channel construction at lower edges.

R-30 insulation with vapor barrier.

Aluminum soffitts for ventilation. Color shall be brown to match
siding.

Pre-finished gypsum ceiling with rosettes.

ELECTRICAL:
One 100 amp panel complete with all necessary breakers, to be
sized according to National Electric Code requirements.

ROMEX wire standard receptacles.

Four 4’ surface mounted fluorescent lights (two tube) with
diffusers, two inside of fee booth and two located as indicated
on attached drawing.

Two photo cell activated dual bulb floodlights mounted outside,
one at northeast corner of booth and one mounted at southwest
corner of booth.

6 each duplex 115-volt receptacles with covers (Ivory) located
as noted on attached drawings.

One on-off switch (Ivory) for interior and exterior lights as
indicated in attached drawings.

Two telephone jacks with covers (Ivory) located as indicated on
attached drawings with wiring installed from the jacks to an
exterior mounted receptacle.

Install one properly sized outlet for HVAC located near unit.
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Two rough-in j-boxes with conduit stubbed through floor for
electrical hookup from outside utility lines.

All work shall be in accordance with National Electric Code
(Latest Edition).

DOOR:
One 36” x 80” steel door (Corps Brown) with deadbolt lock, wood
jam. Door shall open to the outside. *Note: Drawing shows door
opening to the inside but door shall be installed to open to the
outside.

20” x 30” fixed window with embedded wire security mesh.

Industrial type automatic door closure.

Door hinges shall be tamper proof type.

WINDOWS:
Four 48” x 30” horizontal sliding window (Anodized Bronze) with
green tint (factory finish), milled frames, and sliding screens.

One 30"”x 36"”horizontal sliding window (Anodized Bronze) with
green tint (factory finish), milled frame, and sliding frame.

Windows shall be located as indicated on attached drawings.

All windows shall have locking mechanisms operable from inside
of the fee booth.

Window tinting shall be factory installed and shall be clear
enough to allow inside of fee booth to be viewed from outside.

HVAC:
One 120 volt 12,000 BTU through the wall combination
heating/cooling unit.

CASEWORK:
Two 4’ long by 12” wide exterior shelves as indicated on
attached drawings.

Two 4’ long by 12” wide interior shelves (pine with clear-coat)
with Formica finish located as indicated on attached drawings.
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One 9’ long by 1 ½’ wide interior shelf (pine with clear-coat)
with Formica finish as indicated on attached drawings.

Two 7’9” long by 1’ deep by 3’ high four-door cabinets (pine
with clear-coat) with Formica finish top and single shelf
located inside as indicated on attached drawings.

WARRANTY:
The contractor shall furnish a one-year written warranty on all
materials and workmanship (excluding normal wear).

All work shall be accomplished in accordance with present
industry quality standards.


















